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SUMMARY 
In order to aid in the research concerning the problem of obtaining 
uniform flow in ducts, an investigation of resistance s creens was con-
ducted for the purposes of (1) providing systematic data for the Mach 
number range from 0 . 20 to 0.65 on the flow smoothing effect of screens 
for various types of flow nonuniformities together with the conse~uent 
cost in total-pressure loss, (2) determining screen design methods for 
reducing the total-pressure losses re~uired to accomplish various degrees 
of flow smoothing, and (3) summarizing the data in the literature on 
screen total-pressure losses in a convenient form suitable for engi-
neering studies. The experimental data were obtained in a direct~ 
connected rectangular duct in which the nonuniform flow distributions 
were produced by spoilers located upstream from the screens. 
The new screen designs inves tigated consisted of several different 
screen shapes with the elements set at obli~ue angles (swept) to the 
flow . The screen variables investigated were solidity, angle of sweep, 
rod diameter, rod cross - sectional shape, and screen plan forms. Design 
charts for predicting screen total-pressure losses, changes in velocity 
distribution, dmoffistream Mach number s, drag coefficient, and choking 
Mach number are presented. For e~uivalent improvements in flow uniform-
ity at a given duct Mach number, swept screens reduced the total-pressure 
losses as much as 45 percent in comparison with those for straight screens. 
The loss coefficients of swept screens were correlated with those for 
straight screens by assigning an effective blocked area ratio to the 
swept screens itThich is e~ual to the geometric projected blocked area 
ratio multiplied by the cosine of the Sitreep angle. 
A limited number of tests were conducted with screens installed in 
a rectangular diffuser. 
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I NTRODUCTION 
The requirements for the uniformity of ducted flows in current air-
craft and in other applications have resulted in a demand for duct design 
methods whereby highly uniform flows may be obtained and in a demand for 
techniques for reducing flow nonuniformities once they develop. Inasmuch 
as flow uniformity is influenced by many factors - for instance, the pres-
sure gradient, shock-boundary-layer interaction, turns which the flow must 
negotiate, changes in duct cross - sectional shape, and other factors, some 
sort of flow control device frequently represents the most expedient solu-
tion. A resistance screen is one such device and is the subject of the 
investigation reported herein. 
Resistance screens located perpendicular to the flow have been inves-
tigated on numerous occasions, and the available literature is listed in 
references 1 to 7. References 1 and 2 contain comprehensive data on 
screen pressure-loss coefficients. The data of reference 1 cover the 
Mach number range of current interest from 0.2 to the choking Mach number 
of the screen; the data of reference 2 are for Mach numbers below 0.1. 
The investigations of both references 1 and 2 correspond to uniform flow 
with negligible boundary-layer thickness upstream from the screens. 
Reference 3 summarizes screen literature published prior to 1950, and 
references 4 and 5 compare data at low speeds with theoretical relations 
derived for the purpose of predicting flow distributions downstream of 
screens. Reference 6 reports data on the flow development in a diffuser 
at low speed in which single or multiscreen configurations were located 
at or upstream from the diffuser exit. Reference 7 is one of several 
papers reporting the effects of screens on stream turbulence. No data 
for high subsonic Mach numbers are available which systematically evaluate 
the flm-1 smoothing effect of screens for various types of flow nonuni-
formi ties and "rhich evaluate the consequent cost in total-pressure loss. 
The purposes of the present investigation are to provide such data, 
to determine screen design methods for reducing the total-pressure losses 
required to accomplish various degrees of flow smoothing, and to summarize 
the data in the literature on screen losses in a convenient form suitable 
for engineering use. The new screen designs investigated consisted of 
several different screen shapes with the elements set at oblique angles 
(s"rept) to the flmr. Most of the data presented herein were obtained 
from tests made in a directly connected duct in which flow nonuniformities 
similar to the various types obtained in airplane inlet ducting were 
simulated through the use of spoiler configurations located upstream from 
the screens. The test section \-TaS rectangular in cross section \-1i th an 
aspect ratio of 2.86; the test-section Mach numbers ranged from 0.20 to 
approximately 0.65 and the maximum Reynolds number based on a rod diameter 
of 1/8 inch was approximately 33,000. The upstream flow distortions were 
• 
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produced in planes parallel to the narrow dimension of the test section, 
and all the elements of the screens were parallel to the same dimension. 
A limited number of data were obtained with screens installed in a rec-
tangular diffuser to determine the effects of the screens on the diffuser 
total-pressure losses. 
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SYMBOLS 
duct cross-sectional area 
space between end rod of screen and brace plate (see 
figs. 4 and 6) 
space betvTeen individual rods of screen (see figs. 4 and 6) 
screen-wire diameter 
total drag force on screen 
free area ratio of screen) 
(Duct cross-sectional area) - (Pro,jected screen area) 
Duct cross-sectional area 
screen solidity ratio 
effective screen solidity ratio) (1 - f)cos ~ 
height of duct) larger dimension (see fig. 6) 
total pressure 
total-pressure loss 
mass flow 
Mach number 
Mach number just upstream from normal shock 
static pressure 
incompressible dynamic pressure 
compressible dynamic pressure) H - p 
4 
u 
u 
w 
x 
)' 
5*/w 
Subscripts : 
1 
2 
3, 4, 5 
A 
B 
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local stream velocity 
maximum velocity in a profile at a given duct station 
duct width, smaller dimension (see fig. 6) 
distance from wall in same plane as h or w (see fig. 1) 
ratio of specific heats 
boundary- layer thickness 
displacement thickness, fo5/W (1 - ~)d(~) 
angle of sweep of screen (see figs. 4 and 6) 
drag coefficient based on duct area, D/QA 
drag coefficient based on projected screen area, D QA(l - f) 
reference station 
station in vicinity of screens 
survey stations downstream of screen location (see figs . 1 
and 3) 
wall A (see figs . 1, 2, and 3) 
wall B (see figs . 1, 2, and 3) 
APPARATUS AND PROCEDURE 
GENERAL APPARATUS 
Two individual test setups were used in this investigation: one 
having a straight rectangular channel as the test section and the other, 
a rectangular two-dimensional diffuser. The majority of the tests were 
conducted with the rectangular- channel test section; the general setup 
(fig . 1) consisted of a 40- inch-diameter settling chamber with screens 
for damping the flow, an inlet bell, two rectangular-channel ducts 
r 
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(7 by 20 inches in cross section), a venturi tube, and an exit diffuser. 
The screen configurations were inserted between mating flanges of the two 
rectangular ducts; the screen support members were flush with the duct 
surfaces and the joint was sealed . Spoilers were located upstream from 
the screens to produce the desired nonuniform flow distributions. (See 
fig. 2 .) The spoilers in each case extended the full height of the duct. 
The effect of a screen on the performance of a diffuser was studied 
brief~ by means of the setup shown in figure 3. This setup consisted 
of a 30- inch-diameter settling chamber, an inlet bell, a two-dimensional 
diffuser, a square straight section, and an exit diffuser. The diffuser 
test section was a conventional straight walled diffuser of constant 
height with an area ratio of 2:1 and with the side walls expanding at 3 . 10 • 
In most instances, the screens were located between the exit flange of 
the diffuser and the flange of the square straight section. A single-
screen configuration was tested in the diffuser upstream from the exit. 
Desired flow distributions upstream from the screens were produced by 
operating with the diffuser inlet choked and with a standing normal shock 
in the diffuser. 
SCREEN MODEIB 
During this investigation, the 19 screen models listed in table I 
were tested . The screen models were constructed of equal~ spaced par-
allel rods of small diameter whose axes were in the plane of the major 
flow distortion (narrow dimension of test section). TYPical screen 
models are shown in figures 4 , 5, and 6. The screen variables investi-
gated were screen solidity, rod diameter, rod cross section, sweep angle, 
and screen plan form. The ranges for these variables are shown in the" 
table . A majority of the tests were conducted with A-shaped screens 
having 1/8- inch-diameter rods and sweep angles equal to or less than 450 . 
INSTRUMENTATION 
Instrumentation for the rectangular-channel configuration is shown 
in figure 1 . A reference total-pressure tube and a thermocouple were 
located in the 40- inch settling chamber. Static-pressure orifices were 
located on the center line of each of the four walls at stations 1, 2, 3, 
4, and 5. Total-pressure traverses were made at stations 2, 3, 4, and 5 
as shown in figure 1. Total-pressure traverses at stations 3 and 4 in 
t he plane perpendicular to the narrow tunnel dimension were made midway 
between t he duct center line and outer wall B in order to avoid the wake 
of t he screen s t rut . Wall static pressures were recorded by photographing 
a multi t ube manometer b oard to which the pressure orifices were connected. 
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All data obtained from total-pressure traverses were recorded by commer-
cial transducer pressure cells used in conjunction with electronic data 
plotters which limited the fre~uency response to 10 cycles or less and 
gave a continuous plot of the pressure loss from the reference tube to 
the survey position. In all cases the data were obtained to within 
0.05 inch of each wall. 
Similar instrumentation was used for the diffuser setup (fig. 3). 
The total-pressure reference tube and thermocouple were again located in 
the settling chamber (30-inch diameter) and static-pressure orifices 
were located on the center line of each wall at stations 1, 2, 3, 4, 
and 5. Additional static orifices were located at l-inch intervals along 
the center line of wall B for the entire length of the diffuser. Total-
pressure traverses were made on the vertical and horizontal center lines 
at station 2 but on~ on the horizontal center lines at stations 3 and 4. 
TEST PROCEDURE 
The investigation conducted with the rectangular-duct configuration 
was initiated by obtaining total-pressure traverses at station 2 in the 
absence of screens and spoilers for a duct Mach number range from approxi-
mate~ 0.2 to 0.7. These measurements were then repeated after the 
installation of several spoiler configurations in the upstream duct until 
the three desired flow distributions were obtained. The three spoiler 
configurations used to produce the three different flow distributions 
are shown in figure 2. After these preliminary traverses at station 2 
were completed, the rakes were removed and traverses were made at stations 
3, 4, and 5 for the three spoiler configurations over the same general 
speed range. Measurements made at stations 3 and 4 served as the basis 
for comparing traverses made with screens; whereas, measurements made 
at station 5 were used to calibrate the venturi tube for total pressure 
for use in determining the screen total-pressure-loss coefficient. The 
rakes at station 5 were then removed, screens were installed, and tests 
were conducted with the three test configurations over the given speed 
range. 
For the diffuser investigation, total-pressure traverses were made 
at stations 2, 3, and 4, and the reading of the static-pressure wall 
orifices was recorded in the absence of screens for a variety of diffuser 
flow conditions. Changes in diffuser flow condition were produced by 
choking the diffuser throat and by regulating the location of the normal 
shock in the diffuser by means of a valve. Screens were then installed 
and tests were repeated for the normal shock locations desired. 
• 
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PERFORMANCE PARAMETERS 
Scr eens tested in this investigation were compared on the basis of 
the following performance parameters: (1) total-pressure-loss coeffi-
cient , (2) the velocity distribution at station 4, and (3) the displace-
ment thi ckness corresponding to the station 4 velocity distributions. 
The total-pres sure- loss coefficient of a screen is defined as the ratio 
of the total-pressure loss due to the screen to the one-dimensional, com-
pressible, dynamic pressure at station 2. This loss due to the screen is 
defined as the increase in the total-pressure loss from stations 1 to 5 
produced by the installation of the screen. The total pressure at sta-
tion 5 was calculated from one-dimensional relations by the use of the 
static-pressure measurements at station 5 and the mass flow measured in 
the inlet bell. Venturi - tube calibration data indicated that total-
pressure values so calculated were essentially equal to mass-weighted 
values obtained from surveys. The compressible dynamic pressure in the 
denominator of the screen total-pres sure-loss coefficient was determined 
from the measured mass flow and the calculated total pressure at station 2, 
which was obtained from the total pressure at station 5 without screens 
installed and the estimated total-pressure loss between stations 2 and 5 
due to friction. Velocity distributions are presented as the ratio of 
the local to the maximum velocity occurring in the same cross-sectional 
plane . Values of displacement thickness presented were determined 
according to the two-dimensional incompressible definition given previ-
ously in the list of symbols. The Mach number M2 which is used as a 
correlating parameter is a calculated Mach number obtained in a manner 
similar to the total pres sure E2 described previously. 
RESULTS AND DISCUSSION 
RECTANGUIAR- CHANNEL INVESTIGATION 
Duct Calibration 
Velocity distribution. - Velocity distributions for test configura-
tions I , II, and I II obtained from total-pressure surveys made at the 
positions given in figure 1 are presented in figure 7 for the case with-
out screens . Spoilers installed on the side walls were used to produce 
in the horizontal plane (narrow tunnel dimension) the velocity distribu-
tions desired while the velocity distributions in the vertical plane were 
allowed to develop without interference . The distributions presented were 
not significantly affected by the Mach number of the flow. For test con-
figuration I the flow at station 2 is nonsymmetrical with the high-
velocity- air core located at the 25-percent-area location. The minimum 
J 
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velocity ratio is adjacent to wall A and is about 0.4. For test config-
uration II the flow at station 2 is symmetrical with the high-velocity-
air core at the duct center. The boundary-layer thickness at each wall 
is 30 percent of the duct width, and the minimum velocity ratio is adja-
cent to wall B and is less than 0.4. For test configuration III the flow 
at station 2 is symmetrical with low velocity air at the duct center and 
high velocity air on each side between the duct center and the walls. The 
boundary-layer thickness is approximately 10 percent of the duct width and 
the velocity ratio adjacent to both walls is about 0.7. The velocity dis-
tributions at station 4 indicate that the flow in the vertical plane is 
reasonably uniform for all configurations and that the boundary-layer 
thickness is approximately 10 percent of the duct height. Traverses in 
the horizontal plane at stations 3 and 4 show that the flow became some-
what more uniform as it progressed downstream from station 2, as would be 
expected because of natural mixing in the constant-area channel. For test 
configuration I the measurements at station 5 show that the flow is rela-
tive~ uniform because of the flow acceleration through the throat of the 
venturi tube. Uniformity of the flow in the venturi-tube throat permits 
the total pressure at station 5 to be calculated accurately in the manner 
described previously. 
Total-pressure-loss coefficients.- The loss of total pressure 
between stations 1 and 5 expressed as a coefficient AHl - 5 is presented 
'lc,2 
in figure 8 as a function of Mach number ~ for the three test config-
urations in the absence of screens. These data, as previously described, 
were subtracted from values obtained with the screens in place to deter-
mine the screen loss coefficients. The magnitude of the coefficients and 
the trend with Mach number appear to be reasonable for the duct and 
spoiler configurations involved. 
Basic Screen Data 
Configuration I.- Velocity distributions in both the horizontal and 
vertical planes at stations 3 and 4 for a screen with no sweep (straight) 
and a A-shaped screen with 450 sweep angle are presented in figure 9. 
Velocity distributions in the vertical direction were located in the plane 
midway between the model center line and wall B where the duct velocity 
was near the maximum. The sizeable irregularities apparent in the velo-
city distributions at station 3 result from wakes of the individual rods 
from which the screens were made. These wakes were dissipated between 
stations 3 and 4; conse~uently, comparisons of screen performance herein 
are based on measurements at station 4. The smaller wakes noted for 
swept screens are due in part to the well-known beneficial effect of sweep 
on drag; however, the greater distance between the rods producing the 
wakes and the traverse r ake for the swept screen also would allow the 
,·rakes to disperse to a greater extent than those for the straight screen. 
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Velocity distributions determined from measurements in the hori-
zontal plane at station 4 for all screens tested with test configuration I 
are presented in figure 10. In general, the effect of screens was to 
raise the relative velocity on the side of the model center line corre-
sponding to the major velocity deficiency. The magnitude of relative 
velocity increase was affected by screen solidity, inlet Mach number to 
the screen, angle of screen sweep, screen plan form, rod diameter, and . 
the cross-sectional shape of the screen members . Flow distributions on 
the side opposite the major velocity deficiency (wall A) were virtually 
unaffected by the various screens tested. 
The displacement thickness B*/w determined from velocity profiles 
at station 4 is presented in figure 11 as a function of the Mach number 
at station 2. This parameter B*/w is an index to flow uniformity and 
is used in later sections to analyze the effects of various screen vari-
ables. The displacement thickness for test configuration I is defined 
as that present on the A wall of the duct, the side of the major flow 
distortion. The data of figure 11 show that the effect of Mach number is 
to reduce the displacement thickness for almost all screens. It is obvious 
that a true evaluation of this effect or any other variable represented 
cannot be accomplished without simultaneous consideration of the varia-
tion of the screen loss coefficient. Such an analysis will be made in a 
later section in which the basic data of figure 11 are utilized. It 
should be noted that with no screen (fig. ll(a)), the displacement thick-
ness was approximately constant with Mach number and corresponds to about 
twice the value for a fully developed, symmetrical turbulent boundary 
layer .vi th a 1/7 -power-profile variation. 
The total-pressure-loss coefficient of various screens tested with 
test configuration I are presented in figure 12 as a function of the duct 
Mach number at station 2. The loss coefficient increased with Mach num-
ber in all cases except for screens with 750 sweep. The effect of 
increasing loss with increasing Mach number has been noted previously in 
the literature (i.e., ref. 1). 
Configurations II and 111.- Velocity distributions based on measure-
ments obtained in the horizontal plane at station 4 for the various screens 
tested with test configurations II and III are presented in figures 13 
and 14, respectively. Irregularities in the velocity profile near the 
duct center line for the high-speed condition for test configuration II 
and no screens are the result of shocks which formed when the flow choked 
in the plane of the spoilers. 
The large differences in the shape of the velocity distributions 
for the M- and W-screens shown in figure l3(b) are of considerable 
interest. The mechanics of swept -screen operation are described in ref-
erence 3. Briefly, it may be stated that a change in flow direction 
occurs through inclined screens so that the upstream flow turns in a 
- - ------
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normal direction into the plane of the screen, which results in a shift 
of the flow transverse~. It is desired to shift the flow of configura-
tion II from the duct center towards the duct walls. According to the 
preceding theory the A-shaped screens would accomplish the reverse; con-
sequent~, the screens should have been reversed in direction to form a 
V-shape. However, reversing the screen would have located the screen 
apex close to the survey station which would have been undesirable because 
of wakes in the survey plane. This undesirable feature was overcame by 
adding high~ swept legs that gave an M-shape to the screen and produced 
the correct turn in direction for the flow of configuration II and, yet, 
the screen remained a significant distance upstream from the survey sta-
tion. Since this screen could be oriented with the center apex pointing 
either upstream or downstream (Wand M) and yet occupy the same approxi-
mate duct location, it was ideal for the purpose of verifYing the theory 
noted. When the screen is oriented upstream (W-screen) the requirements 
for test configuration III are satisfied since the flow is directed into 
the velocity deficiency region at the duct center. 
The M-shaped screen produced for test configuration II (fig. l3(b)) 
velocity distributions which contained a velocity deficiency region of 
significant size at the duct center. The velocity deficiency region was 
reduced in size by eliminating the screen support strut. The velocity 
distribution obtained suggests that by shaping the center V element _cor-
rect~ the velocity deficiency could be reduced further and the peak velo-
city regions shifted toward the walls. Tests conducted with configura-
tion II with the M-screen reversed in direction, W-screen, produced an 
unfavorable change in the velocity distribution as would be expected. A 
peak velocity occurred at the center line; the velocity decreased rapid~ 
in a region extending over 30 percent of the duct width on both sides of 
the center line and then varied somewhat irregularily in the remaining 
20 percent of the duct width adjacent to the duct walls. 
The M-screen enlarged the velocity deficiency region at the duct 
center for test configutation III (fig. l4(b)) and was actual~ detri-
mental to the distributions. Tests conducted with the screen in the 
W-configuration, which is correct according to the theory, produced a 
significant~ different distribution; the velocity deficiency region 
remained and extended over 60 percent of the duct width. Velocity ratios 
in the region were practical~ constant at a value of approximate~ 0.87. 
Velocity distributions produced by both the M-screen and W-screen are 
inferior to the velocity distribution with no screen (fig. l4(a)). The 
velocity distribution obtained with the W-screen suggests that a more uni-
form distribution could have been obtained by shaping the screen to pro-
vide more sweep at the duct center line and less sweep in regions from 
5 percent to 10 percent of the width from the walls. Such modifications 
would tend to reduce the total-pressure losses on the center line and to 
increase them at the velocity peaks. The test results for the M-screen 
.. 
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and W-screen for configuration II and the M-screen for configuration III 
support the theor,y of reference 3, and the results with the W-screen and 
configuration III do not necessari~ violate it. 
Figures 15 and 16 present for configurations II and III, respective~, 
the displacement thickness 5*/w as a function of M2 for the screens 
tested. The displacement thickness for test configuration II is the sum 
of the integrated velocity deficiency areas adjacent to walls A and B; 
whereas, for test configuration III the displacement thickness is deter-
mined from the integrated velocity deficiency area near the duct center. 
The velocity deficiency area adjacent to the walls was not considered in 
the case of configuration III. The displacement thickness for configura-
tion II with no screens is approximately e~ual to that for a fully devel-
oped symmetrical turbulent boundar,y layer with a 1/7-power profile. 
The total-pres sure-loss coefficients for the various screens tested 
with test configurations II and III are presented as a function of M2 
in figures 17 and 18, respectively. 
Data Analysis for Configuration I 
Screen total-pressure-loss coefficient.- Total-pressure-loss data 
for straight screens with solidities ranging from 0.15 to 0.40 are pre-
sented in figure 19 as a function of duct Mach number immediate~ 
upstream from the screen. The curves presented are faired curves deter-
mined from cross plots of the original data presented in reference 1, and 
the data presented herein for test configuration I. Data in reference 1 
were obtained from tests conducted in a circular duct 9 inches in diameter 
in which a uniform flow with negligible boundary layer was present at the 
screen location. Screens were constructed of commercial wire mesh having 
a maximum wire diameter of 0.041 inch. These data are the most compre-
hensive in existence on basic screen characteristics for the Mach number 
range of current interest. Theoretical values of screen loss coefficient 
for constant values of drag coefficient and Mach number downstream are 
also presented in this figure. The theoretical loss coefficient and the 
downstream Mach number are determined by the duct Mach number upstream 
of the screen and the drag coefficient CD(l - f). The e~uations re~uired 
for the calculation of these curves are developed in the appendix. The 
Mach number at station 4 M4 is of interest because it permits the deter-
mination of the increase in Mach number across the screen due to the 
screen total-pressure loss. The drag coefficient is of interest to design-
ers since it permits the total load on the screen to be calculated rapid~. 
The value of M2 for which a Mach number of 1.0 exists in the plane of 
tbe screen is designated the choking Mach number and is also plotted in 
figure 19. The choking Mach numbers for the screens presented in refer-
ence 1 are larger than those determined theoretically by one-dimensional 
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relations and the geometric solidity r atios. A possible explanation for 
this difference is t hat the solidit y based on projected area, which is 
the usual procedure, is not the true solidity, but i s slightly less because 
of the woven nature of the screen. The choking Mach number lines in fig-
ure 19 and subsequent figures is the average of values taken from refer-
ence 1 and values determined by one-dimensional relations. Values deter-
mined by this procedure are in error by only small amounts for either 
woven screen or screen made up of all parallel elements. 
The theoretical curves of total-pres sure-loss coefficient for con-
stant values of drag coefficient CD(l - f) rise slowly and steadily with 
increasing Mach number. The experimenta l curves for constant values 
of solidity 1 - f increase much more r apidly with Mach number, espe-
cially near the choking line and at the higher solidities. The differ-
ences between the slopes of t he two sets of curves are indicative of the 
rapid increase with Mach number of the drag coefficient based on the pro-
jected area of the screen elements CD. This effect is not only due to 
the well-known effect of compressibility on drag coefficient but a lso is 
due to the interference effects between individual members composing the 
screen. 
In order to illustrate the accuracy of the data and the fairings, 
the data of reference 1 and configuration I used in preparing figure 19 
a re presented in figure 20 together with the resulting faired curves. 
The loss-coefficient data for the straight screens of configuration I 
having all parallel rods agree with the data curves of reference 1 for 
woven mesh screens within the accuracy of the data of reference 1. A 
maximum inaccuracy of about 0.15 in terms of ~/~,2 occurs for the ref-
erence 1 curves at a solidity of about 0.37 and for the configuration I 
data at a solidity of about 0.30. Figure 21 is similar to figure 20 but 
covers a wider range of solidity from 0.15 to 0.62. The f aired curves 
in figure 21 for screen solidities greater than 0.35 were based solely 
on data from reference 1 since the limiting solidity for current investi-
gation was 0.302. Data obtained with configuration I have been omitted 
from figure 21 for the sake of clarity. The data from reference 2 which 
were obtained at low Mach numbers and low Reynolds numbers are included 
for comparison. The experimental setup used to obtai.n the low Mach num-
ber data presented in reference 2 was similar to that used to obtain the 
data reported in reference 1 and consisted of a circular-tube test sec-
tion, uniform flow upstream from the screen, and wire-mesh-type screens. 
The Reynolds number of the reference 2 data, based on wire diameter, was 
considerably below 1,000 and the flow was largely laminar. Reference 2 
data presented in figure 21 and the data from reference 1 agree for 
screen solidities below 0.328; data for screen solidities greater than 
0.496 vary erratically and do not agree with those of reference 1. 
-. 
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The screen total-pressure-loss-coefficient data of figure 12 for 
configuration I are presented in figure 22 in terms of the drag coeffi-
cient Cn(l - f) as a function of Mach number M2. Faired curves for 
straight screens derived from figure 19 are included to facilitate 
comparison. The figure could have been presented in terms of loss coeffi-
cient; however, drag-coefficient curves are somewhat easier to fair 
since the slope is less than that for total-pressure-loss-coefficient 
curves. NUITierical values of loss coefficient and drag coefficient are 
equal at incompressible speeds as shown in figure 19. 
The very large effect of angle of sweep on the drag and, thus, on 
the loss coefficient is very apparent in figure 22. Sweep angles as 
high as 600 or 750 produced on~ a fraction of the drag of the straight 
screen. An inspection of the figure indicates that the swept-screen 
curves appear to belong to the same fami~ of curves as the faired curves 
for the straight screens. This observation leads to the conclusion that 
the swept screens should b e identified with an effective blocked area 
ratio determinable from the positions which the swept screens occupy in 
the fami~ of straight-screen curves. The effective blocked area ratio 
(1 - f)e was found to correspond close~ to the product (1 - f)cos 0/, 
and these values are given opposite each data curve. When the swept-
screen curves are considered to have the effective blocked area ratio 
(1 - f)e, they fit the straight-screen fami~ of curves as accurate~ 
as the straight-screen data of configuration I, which was used in part 
in obtaining the faired curves. The exceptions to this conclusion are 
the data for screen shape II and the streamline rods, which would not be 
expected to conform. The concept of effective blocked area ratio permits 
the straight-screen data of figures 19 and 21 to be used in determining 
the loss characteristics of swept screens with all parallel elements. 
Whether swept screens with square or rectangular mesh also fit this con-
cept is not known. 
The loss-coefficient curve for the M-shaped screen given in fig-
ure 12(b) is about the same as that for the 1/16-inch diameter rods. A 
weighted value of effective blocked area ratio (1 - f)e for the M-screen 
was calculated to be 0.175 by considering two-sevenths of the screen to 
be at a sweep angle of 750 and five-sevenths of the screen to be at a 
sweep angle of 450 (see fig. 5). In figure 22 it is shown that a curve 
with a value of (1 - f)e of 0.175 in the vicinity of the 1/16-inch-rod 
curve would fit the straight-screen data accurate~. 
The data of figure 22 also show that the use of streamlined rods 
reduced the drag to about one-half of that for circular rods of the same 
sweep angle. Rounding the apex of the A-screen, screen shape II, 
increased the drag about 20 percent at M2 = 0.25 and 45 percent at 
M2 = 0.50. There is some evidence that increasing the rod diameter 
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increased the drag; however, the range of rod diameters included is not 
sufficient to be conclusive. The data for high sweep angles and for 
streamline rods indicate that inlet screens designed to protect the engine 
from foreign objects may be designed to have very low drag. 
References in the literature (i.e., ref. 3) have proposed that the 
loss coefficient of a swept screen is direct~ proportional to the cosine 
of the sweep angle raised to a power. The preceding discussion indicates 
that swept screens can be treated as straight screens provided an effec~ 
tive blockage ratio is utilized. Since the loss coefficient of straight 
screens is a function of blockage ratio and Mach number, it follows that 
the loss coefficient of swept screens is also a function of these vari-
ables in addition to the sweep angle. This fact is illustrated in fig-
ure 23 where the ratio of the swept-screen loss coefficient to the 
straight-screen loss coefficient is expressed as a function of sweep angle 
for several Mach numbers M2 and two blockage ratios (1 - f) for the 
A-shaped screens with 1/8-inch-diameter rods. Curves of cos3W and 
cos Ware given for comparison. It is apparent that the swept-screen 
loss coefficient is not a simple function of cos W. 
Effect of screens on flow uniformity.- In the case of configura-
tion I the displacement thickness at station 4 on the side of the duct 
where the velocity deficiency was located was selected as a measure of 
flow nonuniformity. It became apparent ear~ in the investigation that 
reductions in displacement thickness were general~ coincident with pro-
portionate increases in total-pressure-loss coefficient and that both 
variables had to be considered simultaneous~ in comparing screen per-
formances . The presentation in figure 24 accomplishes this comparison 
for the screens tested with configuration I and consists of the loss 
coefficient and drag expressed as a function of the percent change in 
displacement thickness for constant values of Mach number M2 and sweep 
angle W. The shaped screens with angles of sweep from 150 to 450 pro-
duced larger changes in B*/w per unit loss coefficient than the 
straight screens; whereas, swept screens with angles of sweep of 600 
and 750 produced smaller changes in B*/w than the straight screens. 
The 450 swept screen produced the highest performance at all Mach num-
bers; for instance, at a Mach number of 0.55 the 450 screen required 
on~ about three-quarters of the loss of the straight screen for a 
43-percent reduction in B*/w. 
The A-shaped screen is probab~ not the optimum screen shape for the 
velocity distribution of configuration I. If it is assumed that the flow 
turns normal to the screen plane and, thus, shifts the distribution, the 
leg of the A-screen on the side with the velocity deficiency (A wall) is 
a lined incorrect~. The effectiveness of the screen probab~ could have 
been improved by extending the other leg of the screen (on the B wall) 
past t he middle of the duct to some point near the A wall and then joining 
-- ------------
• 
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that leg to the A wall with a high~ swept member. Such a screen would 
resemb le the right half of the M-screen. 
Modifying the cross section of the screen rods from a circular to a 
streamline shape resulted in a less effective screen, as shown by fig-
ure 24. More total-pressure loss was re~uired by the streamline rods for 
a given reduction in 5*/w. In order to avoid complicating the presenta-
tion, the data for the M-screen and screen shape II are not presented in 
figure 24; however, the M-screen increased the displacement thickness, 
as shown in figure ll(b), and screen shape II was less effective than 
shape I because of its higher loss characteristics. 
Screen efficiency .- Screens cause a nonuniform flow distribution to 
become more uniform primari~ by producing total-pressure losses. Unfor -
tunate~, total-pressure losses occur across the entire width of the duct 
instead of just in the high total-pressure regions. However, some screen 
designs may produce a larger proportion of the overall total-pressure 
loss in the desired region and, therefore, would be considered more effi-
cient. Figure 25 illustrates this concept in more detail. Total-pressure 
distributions at stations 2 and 4 are presented for straight screens and 
A-shaped screens with 450 sweep and several screen solidities. The dis-
tribution at station 4 is presented twice on each figure. The lowest 
curve (curve C) represents the measured values, and the middle curve 
(curve B) is the lower one (curve C) displaced upward a sufficient amount 
to be tangent to the distribution at station 2 (curve A) near one or both 
walls. The area bounded by curves A and B represents the total-pressure 
loss which was expended usefully to produce a more uniform distribution. 
The area bounded by curves B and C represents a wasted total-pressure 
loss. The ratio of area AS to area KIT may be considered an effi-
ciency. The efficiency so defined is given in figure 26 for the screens 
with sweep angles of 00 and 450 • The efficiency decreases with increaSing 
solidity for both straight and A-shaped screens, and the efficiency of 
the swept screens is approximate~ 17 percent greater than that for the 
straight screens. The efficiencies range from about 45 percent to 60 per-
cent, which suggests that the A-shaped screen is not an optimum shape. 
Data Ana~sis for Configurations II and III 
Screen total-pressure-loss coefficient.- The drag coefficients for 
several screens tested with configurations II and III are presented in 
figure 27 together with data curves for the same screens for configura-
tion I for comparison. The drag coefficients for configurations I and II 
were essential~ e~ual for a given screen and Mach number, as shown in 
the upper half of figure 27 . Since the total-pressure loss can be deter-
mined direct~ from the drag coefficient and duct Mach number, the loss 
coefficients for test configurations I and II also would be e~ual for a 
particular screen. In the lower half of figure 27 the drag coefficients 
,'-
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for test configuration III (total-pressure deficiency on model center 
line) are indicated to be appreciably less than those for test configu-
ration I up to a Mach number of about 0.5, where the two sets of data 
coincide approximately. 
Effect of screens on flow uniformity.- The total-pressure loss and 
drag coefficients for configurations II and III are presented as functions 
of the percent change in displacement thickness in figures 28 and 29, res-
pectively . Dashed curves for configuration I are given for comparison. 
For configuration II (fig. 28) for straight screens the change in dis-
placement thickness per unit loss coefficient was much less than for con-
figuration I at Mach numbers M2 of 0.25 and 0.35; at M2 = 0.45 the 
changes in displacement thickness for configurations I and II were e~ual. 
The A-shaped screens with 450 sweep had less desirable performance than 
the straight screens, which would be expected since the screen was orien-
ted (alined) in such a manner that the flow would be shifted toward the 
duct center line instead of toward the walls. The W-screen in some cases 
increased the displacement thickness, and its alinement also was incor-
rect. The M-shaped screen, with or without the strut, produced the larg-
est reductions in displacement thickness per unit loss coefficient of any 
screen tested, and its alinement was in the correct manner. For instance, 
at a Mach number of 0.45 and for a 56-percent reduction in 5*/w the 
M-screen with no strut had only 55 percent of the loss coefficient of the 
straight screen. 
For configuration III (fig.29) the performances of the straight 
screens were the highest of any tested. The W-shaped screen, which was 
alined correctly, did not improve the performance for reasons discussed 
in a previous section. 
DIFFUSER INVESTIGATION 
Velocity Distri~utions 
Velocity distributions obtained from surveys at station 4 are pre-
sented in figure 30 for two different flow conditions: one with the dif-
fuser choked and no normal shock and one with a normal shock at a Mach 
number of 1.43. With no screen and no normal shock (shock Mach number 
of 1.0) the flow was symmetrical and had a boundary-layer thickness on 
each wall of about 30 percent of the duct width. The velocity ratio at 
the walls was about 0.5. For a shock Mach number of 1.43 and with no 
screens the flow was badly distorted but not separated at the point of 
measurement. Measurements not presented here, which were made 12 inches 
upstream from the diffuser exit, indicated appreciable separation adja-
cent to wall B. 
... 
J 
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All screens tested improved the f low uniformity for both test con-
ditions; however, the most uniform and symmetrical flow was obtained with 
t he straight screen located 15 inches upstream from the diffuser exit 
(fig. 30(a)). Velocity ratios near the wall were about 0.7 in this case. 
Measurements made 12 inches upstream from the diffuser exit indicated no 
separation. 
With either straight or swept screens installed at the diffuser exi t 
the flow was less symmetrical and l ess uni form than for the straight 
screen inst alled upstream. Measurements upstream in the diffuser showed 
that separation was not eliminated by any of the screen installations at 
the exit for the case with a shock Mach number of 1.43. The two swept-
screen installat i ons at the exit , however, caused the flow separation to 
shift from wall B to wall A. The data show that the ability of a screen 
to e liminate or to reduce flow-separat ion regions in the diffuser depends 
strong~ on the screen location. 
Total-Pressure Loss 
The total-pressure l oss of the diffuser with no screen and with the 
strai ght screen located at the diffuser exit and upstream in the diffus er 
is presented in figure 31 as a function of the shock Mach number in the 
diffuser. The overall l oss measured with no screen may be considered to 
consist of three parts: the one-dimensional normal- shock loss, the basic 
diffuser loss that would be obtained in the absence of a shock, and the 
difference between the overall measured loss and the sum of the first two. 
This difference is normally referred to as the loss resulting from the 
interaction of the shock wave and the boundary layer. Figure 31 shows 
that the interaction l oss is the maj or component of the overall loss over 
a large portion of the range of shock Mach numbers and that it amounts to 
about 10 percent of the total pressure at a value of Ms of 1.45. If the 
screens i mproved the flow in the diffuser, the interaction loss probably 
would be reduced. The total-pressur e losses with the screens in either 
location were higher than those with no screen) and the screen which was 
installed upstream from the exit produced higher losses than the exit 
installation because of the higher velocity level upstream. 
I t is of interest to determine whether the additional losses due to 
screens correspond to the screen losses measured in the rectangular-
channel investigation . The analysis presented in figure 32 was prepared 
for this purpose . The change in diffuser total-pres sure-loss coefficient 
due to the screen installation is presented as a function of the Mach 
number immediately upstream from the screen. The denominator of the loss 
coefficient is the compress ible dynamic pressure just upstream from the 
screens . The curve for the loss -coefficient values obtained in the chan-
nel tests of the same screen is also included. With the screen installed 
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at either the diffuser exit or in the diffuser 15 inches upstream from 
the diffuser exit, the additional diffuser losses due to the screen were 
approximately equal to the screen loss measured in the channel tests and 
indicate that the screen loss added directly to the diffuser loss. More 
information obtained in an investigation at low speed on the placing of 
a series of screens in strategic locations in diffusers is available in 
reference 6. 
CONCLUSIONS 
An investigation was conducted to determine the effectiveness of 
screens as devices for removing flow distortions at duct Mach numbers 
up to 0.65 and to determine the consequent total-pressure losses. The 
screens consisted of parallel and equally spaced rods whose axes were 
set perpendicular to the flow direction (straight screens) as well as at 
oblique angles to the flow direction (swept screens) for several different 
configurations (A-shape, W-shape, and M-shape). The investigation was 
conducted in a 7- by 20-inch rectangular duct in which the flow distor- ~ 
tions and the axes of the screen elements were located in planes parallel 
to the 7-inch dimension. A limited number of tests were conducted with 
screens installed in a rectangular two-dimensional diffuser. From the 
results of this investigation the following conclusions were indicated: 
1. The reduction in flow distortion and the total-pressure loss pro-
duced by either the straight or swept screen increased with increasing 
screen solidity and with increase in the duct Mach number. 
2. The flow distribution upstream from the screens did not affect 
the screen total-pressure-loss coefficients except for the case where a 
region of velocity deficiency in the form of a wake existed in the middle 
of the stream. The loss coefficients in this case were appreciably 
smaller at Mach numbers less than 0.5. 
3 . The total-pressure-loss-coefficient data for swept screens cor-
related with the straight-screen data when the swept screens were con-
sidered to have an effective blocked area ratio equal to the geometric 
projected blocked area ratio multiplied by the cosine of the sweep angle. 
4. Swept screens tend to turn the flow perpendicular to the plane 
of the screen and, thus, to alter the flow distribution favorably or 
unfavorably according to the direction of sweep and the location of the 
high mass-flow regions. 
5 . For equivalent improvements in the flow uniformity the use of a 
swept-screen configuration which takes advantage of the inherent turning 
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action may reduce the total-pressure losses as much as 45 percent in com-
parison with those for a straight screen. 
6. The effectiveness of screens for reducing the extent of or elimi-
nating regions of flow separation in a diffuser caused by shock-wave--
boundary-layer interaction is significantly improved by locating the 
screen in the vicinity of the initial line of flow separation. 
Langley Aeronautical Laboratory, 
National Advisory Committee for Aeronautics, 
Langley Field, Va., June 18, 1957. 
20 NACA RM L57G08 
APPENDIX 
DERIVATION OF DRAG-COEFFICIENT RELATIONS 
Stations (2) (4) 
Flow direction 
Screen L Duct wall 
According to the momentum equation the drag of the screen is as follows: 
Through substitution of the following relations 
mu = {PAMl 
q = ~ pM2 J 
equation (1) may be converted to 
The static pressure ratio may be expressed in terms of Mach number: 
Substitution of equation (4) into equation (3) produces 
1 + )'M4 2 = YM4 VI + "I ; 1 M4 2 
( 1) 
(2) 
(4) 
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where 
2 [CD 
- f) - IJ 1 - f'M2 2(1 
Y= 
M2~1 + / - 1 M 2 2 2 
(6) 
Solving e~uation (5) for M4 gives 
(1 _ 2/) + VI 2(/ + 1) 
M42 
2 - y2 Y 
[2/2 _ l~ (/ -y2 
Thus J the downstream Mach number M4 can be determined directly from 
YJ which according to e~uation (6) is a function of .upstream Mach num-
ber M2 and the drag coeffic ient CD(l - f). The total pressure ratio 
can be evaluated by using the following expression: 
(8) 
where the stat ic pressure ratio is given in equation (4). Through use 
of e~uations (6)J (7)J (4)J and (8) i n that order the drag-coefficient 
curves of f i gure 19 were calcul ated. 
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TABLE 1. - SCREEN VARIABLES 
Screen Rod 
solidity diameter, b, c, Angle of sweep, 1V, deg 
ratio, in. in. 
1 - f in. 
Screen shape I 
0.165 1 0.308 0.783 0 8; 
.234 1 .145 .481 0 15 30 45 75 8 
.265 1 .110 .401 45 g 
.302 1 .080 .329 0 30 45 60 g 
·371 1 .040 .238 60 8 
.427 1 .000 .178 75 8 
.265 1 .010 .201 45 16 
.265 1 .316 .801 45 4 
.371 J. .138 .107 60 4 
.265 Streamline .056 .287 45 
rods 
Screen shape II 
0·302 1 0.080 0·329 45 8; 
Screen shape III 
0.302 1 0.080 0.329 M, w 8 
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Figure 1 . - Diagram of rectangular -channel test setup . All dimensions are i n inches . 
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(a) Configuration I. 
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(b) Configuration II. 
• 
Spoiler, 1" Diam. cylinder 
(c) Configuration III. 
Plan view 
Figure 2.- Details of test configurations I, II, and III. 
All dimensions are in inches. 
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Figure 4.- Drawings showing screen shapes I and II and detail of strut and streamline rod. 
All dimensions are in inches. 
• 
.. 
~ 
;J:> 
~ 
t-' 
\.)l 
-..J g 
F\) 
-..J 
-------- "-- - -
( ( 
Duct wall 
Ai r f low 
I 
1 
1 
......... 
, 
Screen support 
Strut Rod 1 /8 diem. 
7 
~ 3.5 >- 1 
Plan view 
M position shownj reverse for W position 
Figure 5.- Drawing showing screen shape III. All dimensions are in inches 
unless otherwise indicated. 
• • 
I\) 
(X) 
~ 
;J> 
~ 
t:-t 
\Jl 
-.J §, 
NACA RM L57G08 
h 
~~uct walls ~~ 
,I - .7 .-
) b 
L 
I 
., --- -' I~ 
•  'I~-
Figure 6.- Screen shape I. 
c 
=====*= 
~d=1/8" 
L-94052.1 
29 
~I::J 
o 
-+-
o 
~ 
>. 
<..) 
o 
a.> 
> 
~I::J 
0 
+-
0 
~ 
>. 
+-
<..) 
0 
a.> 
> 
Configuration I 
'II 
Ir\ 
1.0 1.0 ~?~~ 
" 
.9 
~ '0"-~~ .9 
" 
'\ 1/ " 
'" / I 
\ .8 '/// ~" /, 
\
\ '''-, .7 ;' / 
\ \ 1/ 
, I 
.6 1-. h M \ \ ,6,';' Station no . Mac no ., 2\'i " 
- 2 .58 I 
.5 ~ ---- 3 .63 I .5 
--- 4 .63 
.8 
7 I~ 
- 2 
-- -- 3 
--- 4 
.72 
.72 
.72 
1.0 
.9 
'r 1\, II 
\ \ .7 
\ 
, 
\ .6 
.5 
4 I 1 -- -;- 5 ! ! ' 5 0 I .4 L! ---'-----=-.!.. _----':-----'-:-----';::--'-----:.~~ 
. 0 .2 .4 .6 .8 1.0 0 
.4 
w 
.m. 
~ ~ ..... -1/' \ / I' '" \ 11;1 .' \ , "I . \ " _/ ! >I , \: 
/ \ 
- 2 . 70 
--- 3 
. 66 
- -- 4 
.66 
1 
.4 .6 .8 1.0 
Horizontal surveys 1.0 1. 0 /--------- -- - - - -- - --~ - ------------ 1. 0 , / / 
.9 , 
.9 - / 
/ I 
.8 ! I 
.8 
.7 
.7 
4 .50 
.6 
0 
.3 
/ 
4 
.!.. .3 
h 
.75 
Ver f ica I survey s 
. / 
. 9 ~( 
r 
.8 11-
.7 
--- 4 .66 
1 1 I I 1 
. 1 .2 .3 .4 .5 
Figure 7. - Velocity distributions at several stati ons with no s creen . Configurations I ) I I) and III. 
-. . ~ , f , 
\J.I 
o 
~ 
f;; 
~ 
t-' 
\J1 
--:) g 
NAeA RM L57G08 
c 
o 
i-
~ 
.~ "-i ~ 
~ 
~ 
s:::: 
a 
u 
000 
o 
"' H 
Ul 
s:: 
<lJ Q) 
H 
() 
Ul 
O H 
S::H 
H 
..c: 
+'rd 
.'; s:: 
~ ttl 
+' "' S::H Q)H 
.'; 
() 
.'; 
It-i 
It-i 
<lJ 
o 
() 
Ul 
Ul 
o 
rl 
+' g 
~ 
31 l 
.------~-~-~------ - ~ 
::11 ::> 
o 
.... 
o 
~ 
>. 
+-
u 
.Q. 
Q) 
> 
::1/::> 
.Q 
...... 
o 
~ 
>. 
...... 
u 
o Q) 
> 
1.0 ,- ~'----=_ 
f 
-....;. , 
11, "~~,~ I I ~ 
.9 1- , ~ _ 
J Sweep angle, I/J = 0° '-\ 
Screen soliditY,(I-f)= .23 \ 
.8 / 
.7 11 
.6 
Rod d iamet er, d, i: I 
8 
Station no. Mach no., M2 
3 .51 
4 .51 
.5 I I I I I 
1.0 
.9 
.8 ~ / , 
[/ 
.7 1t 
.6 
"I 
I 
.5 I I 
--"'" 
" 
45° "\~ 
.23 \ \ 
I" \\ 
8 \ 
. \ 
3 .58 
4 .58 
o .2 .4 .6 .8 1.0 o .2 .4 .6 .8 1.0 x 
w Horizontal surveys 1.0 
.9 
.8 
.7 ~ ,~ 
,I 
.6 1/i 
,I 
I 
I 
~ -.~- --..A-- - ~ Y'1" \/ '/ ' / \ -. / /fJ./" \, ,1,1 // 
,/ " 
1/ 0° 
Y .23 
I" 
"8 
3 .51 
4 .51 
.5 ~/ I I I I I 
1.0 
.9 ~ / 1/ 
.8 ~ / 
1/ 
l 
.7 ~'I 
it' 
6r 
.5 
/. 
o .05 .10 .15 .20 .25 0 .05 
~ 
h Vertical surveys 
x 
w 
~-/-~-~~ 
- ' 
.10 
45° 
23 
_I" 
8 
3 .58 
4 .58 
x 
h 
.15 .20 .25 
Figure 9 .- Typical vertical and horizontal velocity distributions downstream from screens. Configuration I. 
I i ( ~ 4\ • 
\>I 
[\) 
~ 
&; 
~ 
t-' 
\Jl 
-.;j g 
--------~--------------------------------------------------------~~ 
I • 
::3 1 => 
o 
+-
o 
'-
>. 
+-
' (3 
..Q 
~ 
::31 => 
o 
-o 
~ 
>. 
-o 
o 
Q) 
> 
1.0 -
.71,1 
, 
I 
.6 ~i 
.50 
1.0 -
.9 
.8 
.7 
.6 
.50 
~ \~ 
\' 
No Screen 
.68 
.45 
.22 
.2 .4 
::::-- --.........--... 
--
.45 
.29 
~ 
.6 
0° 
.30 
I" 
8 
~ 
.2 .4 .6 
, 
\"", ":', , , 
.\ 
.8 
\ 
.8 
, , 
1.0 
...::::. 
',,-.... : ~ 
, 
.81; .8~Sweep angle, Ijt = 0° "'-, \' 
Screen solidity,(I -f)~, . 16 ~~'\ ~; 
.7 f- Rod diameter, d -L \\ 7 11-
, 8 " 
Mach no., M2 \ 
.6 .58 
.52 .6 
.29 
.51 
.48 
.29 
0° 
.23 
_I" 
8 
, 
~ 
-,' 
'""" I \ 
\ 
.5 ' , .5 1L--L_ '--_ _ '---L_'----l..._L----l...----l 
1.0 0 .2 .4 .6 .8 1.0 0 2 .4 .6 .8 1.0 
\ 
LOr ~~ LOr h~----
.7 
.6 
\.0'50 .2 
.53 
.47 
.30 
.4 
30° 
.23 
..L 
8 
.6 
..K 
w 
'" " ~ " ~ 
" \ 
, 
~ 
.8 
.9 t- I 
I. 
~ 
.8 
.7 
'/ 
.61/ 
1.0.50 
I 
.2 
.47 
.39 
.25 
ft 
""-,- -"",~, , 
30° 
.30 
~ 
8 
.6 
"" " 
.8 
\ 
1. 0 
(a) No screen and screens at sweep angles of 00 and 300 . 
.. 
Figure 10 . - Velocity distributions at station 4. Configuration I. (Unless otherwise noted, swept 
screens of shape I design. ) 
4 
~ 
~ (") 
;J> 
~ 
I:-i 
V1 
-..l 
8 (Xl 
\>J 
\>J 
::II=> 
.2 
.... 
a 
... 
>.. 
.... 
'u 
..Q 
<l> 
> 
::II=> 
0 
.... 
0 
... 
>.. 
-(J 
..Q 
~ 
( . 
I. 
.7 ) 
.5 
a 
1.0,-
~ 
'" 
, 
"" 
, . 
Sweep 
Screen 
angle, Ijt = 45° ~" 
solidity, (I-f)= .23 \ 
I" Rod d iameter, d , -
Mach no., M2 8 
.58 
--- .29 
.2. 
; 1:' 
4 
~, 
.6 
" ... 
"'- ' ..... , , 
.8 
"'" 45° " ":>' , \ 
.7 
.6 
.56 
.45 
1.0 
.8 
L' 
8 
I .28 
.5 ' 5 
1.0 0 .2 4 . 6 .8 1.0 ' 0 
1.0 , ~ J.O. 
.9 
'~. 
, ... 
'~ , .9 
... ' 4;~' 
I I .26 \ \1 
" 
.26 '\\ 
.7 // 
~ Mach no. , M2 
1 - '. 56 
.6 , ---- .45 
--- 29 
I" Ii ~II 16 \1 .7" Streamlined 
// 
S 1 59 
, .45 
\ \ 
\\ 
\ 
rod .71l. 
.6 --
;:::::--
""'-...... 
II 
I 
.2. 
.53 
.47 
.29 
4 
.53 
.42 ' 
.27 
"-
"', " ... , 
'" " 
'" '" 
'\\ 
45° 
.30 
I " 
8 
.6 
," 
", , 
, , 
.8 
',""" ..... 
" ... 
I I 
\\ , 
1.0 
45° "'\ 
.26 ", \ 
I" \ 1 
"4 \1 
5,1 . 
. a .2 4 
:/ .29 
"---'---'-_'---'---'-_'---'-~_L-J' .5 : I .5 ~I ~_.L.--'----'-_.L.---'--....-L_.L...---'---' 
.6 .8 1.0 a .2 4 .6 .8 1.0 a .2 4 .6 .8 1.0 
x 
W 
(b) Sweep angle of 45° . 
Fi gure 10 .- Continued . 
/ . , .., • 
\.>J 
+" 
s; 
&; 
§! 
t"i 
\Jl 
-..J g 
, . 
:::ll~ 
ci 
...... 
o 
~ 
>. 
(J 
o 
~ 
:::ll~ 
o 
...... 
o 
~ 
>. 
...... 
(J 
o 
~ 
1.0 
9 
.8 
.7 
.6 rl-
\.0 
, 
,~ 
.9 
Screen shapeTI:""~-::..-_ ..... 
Sweep angle, 1Jt=45° -------...',-\\. 8 
Screen solidity, ( 1-0 = .30 \" 
\, 
\ .7 
Rod diameter, d, i: 
Mach no. , M2 8 
" ~ 
1.0 
.9 
<:> ~ 
'" 6~' 
"-
.30 ""'" 
.8 
" I" ~ .7 8 
.39 .50 .47 
~ ~" 
600"~" '\ 
37 "\ . \\ 
I" 
8 
.49 .6 f .61 .6 f .56 
5 I I . ~5 I 1.5 I .(2 I I 1. 5 I .~9 I I I 
. a .2 .4 .6 .8 1.0 a .2 .4 6 .8 1.0 0 .2 .4 .6 8 1.0 
1.0 , ...---"'- 1.0r ~'::--'" 1.0 
,," 
.9 
.8 
.7 
.6 
" 
1 
~ 
., , ~ 
.9 
.8 
'~ 
'\ 
~ 7~' ·,2.~ 
~~ 9 f' \" . 
" ' ~, 
60 0 '~'\ .8 , 
.37 ' \ I 
I" \ .7 r I" 0- .7 
- \ " 
4 \ I 8 '\ 
---- .42 ---- .50 \ ---- .5 I, 
.', 
\~ 
75 0 
.43 
-.L" 
8 
" ',- , ~ 
'\\ 
\ 
- .54 \ .6 - .64 : .6 ~ - .64 
.5 1 ,---; .27 I I '. 5 --- .29 1.5 ,---; .3 \ I I I 
a .2 .4 .6 .8 /.0 a .2 .4 .6 .8 1.0 0 .2 .4 .6 .8 /.0 
L 
w 
(c) Screen shape II and sweep angles of 60° and 75° . 
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Fi gure 11.- Displacement thickness of wall A as a function of screen inlet 
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Figure 12.- Total -pressure -loss coefficient as a function of screen inlet 
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Figure 13·- Velocity distributions at station 4. Configuration II. (Unless otherwise noted, swept 
screens are of shape I design.) 
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( b) Screen shape I for sweep angle of 450 and special screens . 
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